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1
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" 
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18" MIN.

4" METAL STUD WALL, PER PLAN

WALL FINISH, PER SCHD

SUPPLY LINE, TO FLUSH VALVE

HANGER, BY MANF.

URINAL SUPPORT SYSTEM,
PER DISTRICT STANDARD

WASTE LINE & GASKET CONNECTION, S.P.D.

ACCESSIBBLE BARRIER FREE URINAL, S.P.D.

FLOOR FINISH, SEE SCHEDULE

(4) 1/2" DIA. KWIK BOLT TZ EMBED 3" MIN.

WALL FINISHES OVER MOISTURE
RESISTANT BD, SEE WALL
SCHEDULE A-902
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METAL STUD WALL, PER SCHD

BACKING, SSD.

CERAMIC WALL TILE, PER SCHD.

WALL HANGER,

FAUCET, SPD

ACCESSIBLE WALL
HUNG HANDSINK, SPD.

CERAMIC TILE FLOOR
FINISH, PER SCHD.

1' - 6" MIN.

WALL STUD WHERE OCCURE

BACKING, SSD

WALL HANGER

ANCHOR BOLTS

WALL FINISHES, PER SCHD.

FLOOR FINISHES, PER SCHD.

1
"

1
"

1
/4
"

1
/4
"

6 1/4"

INT. PTN., PER SCHD.

PIPE HANGER, SMD, TYP.

SMALL PIPE OR CONDUIT, SMD

ACOUSTIC SEALANT, TYP.

PIPE SUPPORT, SMD

TYP. PIPE OR CONDUIT, SMD

ACOUSTIC SEALANT

1" INSULATION

5/8" GWB

3'-0" AFF

4" METAL WALL FRAMING, PER
PLAN

FIRE HOSE VALVE CABINET

METAL STUD HEADER FRAMING,
SEE SSD

SEALANT ON ALL SIDES

DOUBLE STUD WALL, WHERE
OCCURS, SEE PLAN

FIRE HOSE VALVE CABINET

FIRE STOP SEALANT ON ALL SIDES

5/8" TYPE 'X' GWB

4" X 18GA METAL STUD
ATTACH TO WALL STUD W/
(2) #10 SMS AT EACH STUD

4" METAL STUD WALL
FRAMING, SSD

FIRE STOP SEALANT, TYP.

'L' BEAD

5/8" GWB

METAL SOFFIT FRAMING

METAL ANGLE

MECH GRILLE, SMD

.

1
"

H
1
"

H
+
2
"

1" W 1"

W+2"

FRAME OPENING + DOOR SIZE
16 GA. ANGLE SUPPORT

SUPPORT ANGLE

1-1/2"X16 GA. CHANNEL

7/8" FURRING CHANNEL

BEAD FIXING ANGLE 1" WIDE
GYP. CEILING

CORNER BEAD SUPPLIED
WITH DOOR

1".5/8 GYP. BD. INLAY1".

7
/8
"
1
 1
/2
"

ESCUTCHEON PLATES @ GAS PIPE -
SPD COVER PLATE AT CONDUIT,
AS OCCURS, SED

INT. PTN., PER SCHD.

FIRE STOP SEALANT ON ALL SIDES, TYP.

BACKER ROD AND FIRE
STOP SEALANT SEALANT

JUNCTION BOX, SED

COVER PLATE, AS OCCURS

OUTLET BOX WRAPPED IN FIRE
BARRIER PUTTY FOR RATED
WALL ASSEMBLIES

5/8" GYP. BOARD

CONTINOUS FOAM
DOUBLE FACED TAPE

1 1/2".

SMOOTH SURFACE
RIGID VINYL .80"

1
 1
/2
".

5/8" GWB, PER SCHD.

CURTAIN TRACK

#8 X 2" TEK SCREWS @ 24" O.C.

TUBE SPACER, PER MANF.

ACT

CEILING GRID

12GA GALV CURTAIN
TRACK WIRE HANGERS
@ 3'-0" O.C. TYP.

FURRING CHANNELS

12GA GALV DIAGONAL
BRACING WIRE W/ 4 TIGHT
TURNS IN BOTH ENDS OF
WIRE, ALTERNATE @ 3'-0"
O.C. TYP.

CEILING WIRE
HANGER, WHERE
OCCURS, SEE  A-920

EDGE OF SLAB

1
 1
/2
"

G
F
R
C
 P
A
N
E
L

GRID

GRID

3" X 1 1/2" X 18GA ANGLE

5/8" GWB CONT. TO +
6" ABOVE CEILING

7/8" HATCH CHANNEL,
LOCATE TO SUPPORT
END OF GWB

STEEL COLUMN, SSD.

CORNER BEAD

4" METAL STUD WALL

LEVEL 2
651' - 0"

65

A-853

12

CORRIDOR
CEILING HT.

4" METAL STUD @ 24" O.C.

STRUCTURE BEAM,
SSD

CONC. SLAB

CEILING; SEE RCP

SEISMIC JOINT

METAL HEADER SSD

LOBBY
CEILING HT.

6
"

SUSPENDED
GYP. BD.
CEILING

5/8" GWB

4" METAL STUD
FRAMING

1
7
' -
 1
"

4 - #10 SMS

L 2 1/2" X 2 1/2" X 14
GA X 3" AT EACH
STUD, TYP.

3-SIDES
1/8"

..

4" STUDS @ 24"
O.C. TYP.

1
"

1
"

3 - #10 SMS
1/2"

.
1/8"        3

8"

SIMILAR

4" x 18GA STUDS @ 24" O.C.
WITH 4 # 10 SMS E.E. TYP.

4" X 18 GA TRACK W/ 2 #10 SMS
AT EACH STUD

4" X 18 GA STUD W/ 2
#10 SMS ATTACH TO
EACH STUD

LEVEL 2
651' - 0"

LEVEL 1.5
646' - 0"

4

9
"

MECH DUCT

RATED SOFFIT

F.P. PIPE

LIGHTING

ACT CEILING

GFRC PANEL

STOREFRONT
SYSTEM

A-744

19

3-SIDES
1/8"

...

L 2 1/2" X 2 1/2"
X 14GA X 4" AT
EACH STUD TYP.

UL#D920

7' - 4"

LEVEL 2
651' - 0"

LEVEL 3
666' - 0"

ROOF
680' - 0"

E

CLR. AT SLAB

3' - 4"

WALL TO WALL CLR.

4' - 4"

2
' -
 7
".

9
"

D
U
C
T

1
' -
 4
"

D
U
C
T

1
' -
 4
"

DUCT

1' - 10"8"

DUCT SIZE

2' - 6"
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L
R
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"

8"

D
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"
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4
' -
 0
 3
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"
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3
' -
 3
 1
/2
"

D
U
C
T
 S
IZ
E

2
' -
 6
"

CEILING

CEILING

LEVEL 1
CEILING

FIRE RATED
WALL SHAFT

FIRE RATED SOFFIT

 FIRE SMOKE
DAMPER, TYP.

MECHANICAL DUCT

EXHAUST DUCT

FIRE SMOKE
DAMPER, TYP.

5 7/8" 6 1/8"

WALL TO WALL CLR.

4' - 4"

VERTICAL FIRE
SMOKE DAMPER, TYP.

9

A-913

1
' -
 3
 1
/2
"

3' - 9 7/8"

0
"

6
"

5"

2
"

2
"

4
 1
/4
"

6
"

2
' -
 6
".

1"1"

ALIGN

B. HORIZONTAL SECTION

C. RAIL SUPPORT

FLOOR SLAB

(4) 3/8" DIA X 1 5/8" HAS

5"X6"X1/4" PL

HSS 1"X2"X3/16" PAINTED
METAL, BOTTOM RAIL

HSS 2"X1"X3/16"

HSS 1"X2"X3/16" PAINTED
METAL, TOP RAIL

5'-0" MAX

EQ

5'-0" MAX

EQ

COLUMN, AS OCCURS

HSS 2"X1"X3/16"

5"X6"X1/4" PL

TYP.
3/16"

ALL SIDES
3/16"

TYP.
1/4"
.

TYP.
1/4"

1 1/2" = 1'-0"

1 1/2" = 1'-0"

FINISH FLOOR

3
' -
 0
"

6
"

5' - 0" MAX 

1"

EVENLY SPACE OR
ALIGN WITH MULLIONS,

WHERE OCCURS

A-913

8-C

8-B

-

A. ELEVATION

STOREFRONT SYSTEM BEYOND

BRACE FRAME, SSD

TOP RAIL

BOTTOM RAIL

HSS ALIGN W/ MULLION

COLUMN / WALL FINISHES
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 1 1/2" = 1'-0"17
URINAL MOUNTING

 1 1/2" = 1'-0"18
INDIVIDUAL WALL MOUNTED HANDSINK

 1 1/2" = 1'-0"19
NON RATED PIPE PENETRATION

 3" = 1'-0"1
RECESSED FIRE HOSE VALVE CABINET

 3" = 1'-0"2
FIRE HOSE VALVE CAB. AT RATED WALL

 3" = 1'-0"20
INT. MECH GRILLE AT CEILING

 3" = 1'-0"5
ACCESS PANEL DR. TO GYP. BD. CLG.

 6" = 1'-0"6
RATED WALL PENETRATION

 12" = 1'-0"7
TYPICAL CORNER GUARD

 3" = 1'-0"4
CURTAIN TRACK DETAIL

 1 1/2" = 1'-0"12
COLUMN FURRING - AT PER WALL

 1 1/2" = 1'-0"15
SOFFIT AT ENTRY LOBBY

 1/2" = 1'-0"9
MECH SHAFT - LONG SECTION

 1/2" = 1'-0"10
MECH SHAFT SECTION - VERT FSD

 1/2" = 1'-0"8
GUARDRAIL AT BRACE FRAME


