
DOOR SCHEDULE NOTES

1i DOOR NO.

WALL WHERE OCCURS

2' - 0" AT EXTERIOR

1' - 6" AT INTERIOR

4" U.O.N.

1. THE PURPOSE OF THIS SHEET IS TO DESCRIBE AND ILLUSTRATE
DOOR TYPES.  NOT ALL DOOR TYPES SHOWN ARE NECESSARILY
USED.  SEE  DOOR MARK SCHEDULE FOR DOOR TYPES USED.

2. SEE FLOOR PLANS FOR DOOR SYMBOL REFERENCES.

3. DOOR OPENING LOCATIONS:
A. IMMEDIATELY (4") ADJACENT TO A FLANKING WALL U.O.N.
B. AT THE CENTERLINE OF THE ROOM, U.O.N.

CENTERED ON A GRID LINE.
C. DOOR OPENINGS IN OTHER LOCATIONS ARE LOCATED BY 

DIMENSIONS.

4. SEE SPECIFICATIONS FOR HARDWARE SCHEDULE AND DETAIL
FOR HARDWARE MOUNTING INFORMATION.

5. TYPICAL DOOR CONSTRUCTION U.O.N. ON SCHEDULE:
WOOD (WD) =SOLID CORE WOOD DOOR, HOLLOW 
METAL (HM),  ALUMINUM (ALUM) = SEE SPECIFICATIONS

6. DOOR FRAME NOTES:
A. DOOR FRAMES TO BE KNOCK-DOWN EXCEPT 

EXTERIOR, 9'-0" HIGH, CORRIDOR AND FIRE RATED 
DOOR FRAMES TO BE WELDED FRAMES (SEE 
SPECIFICATIONS).

B. METAL DOOR FRAME STOPS ARE FULL STOPS U.O.N

7. GLASS:
A. INTERIOR DOORS

1. 1/4" CLEAR TEMPERED GLASS TYPICAL AT        
NON-RATED DOORS.

8. FINISH FLOOR TRANSITIONS OCCUR AT CENTERLINE OF DOORS,
U.O.N. SEE DETAILS SHEET   FOR TYPICAL FLOOR TRANSITIONS.

9. ALL INTERIOR DOORS WITH FIRE-RATINGS GREATER THAN 
20 MINUTE SHALL HAVE A NONCOMBUSTIBLE SILL WITH 

AN UNDERCUT OF 3/8" MAXIMUM ABOVE THE SILL.

10. ALL EXTERIOR DOORS SHALL HAVE METAL THRESHOLDS. 
SEE HARDWARE SCHEDULE AND DOOR DETAILS SHEETS 

11. WHERE DOOR HOLD-OPEN DEVICES OCCUR AT WALLS, 
PROVIDE BACKING PLATE PER BACKING PLATE SCHEDULE.

12. ALL HOLLOW METAL DOORS AND FRAMES TO BE PAINTED.

13. HEAD & JAMB DETAILS PER SYSTEM MANUFACTURER STANDARD

NOTES

KEY NOTES

1' - 6"

8"

6"
3'

 - 
0"

3'
 - 

6"

8" 1' - 4" 8"

6"
3'

 - 
0"

3'
 - 

6"

TYPE A TYPE C TYPE DTYPE B TYPE F
(WIDE STILE)

TYPE G
(WIDE STILE)

TYPE E
(WIDE STILE)

7'
 - 

0" 8'
 - 

0"

TYPE H1
(COILING GRILLE DOOR)

TYPE J

7'
 - 

0"

TYPE H2
(COILING SOLID DOOR)

C
O

U
N

TE
R

2'
 - 

10
"

4'
 - 

2"

PER SCH. PER SCH.

8"

PANIC HARDWARE
WHERE OCCUR

KICK PLATE
WHERE
OCCUR

8'
 - 

0"

PANIC HARDWARE
WHERE OCCUR

KICK PLATE
WHERE OCCURS

PANIC HARDWARE
WHERE OCCUR

C
O

U
N

TE
R

2'
 - 

10
"

4'
 - 

2"

7'
 - 

0"

7'
 - 

0"

7'
 - 

0"

7'
 - 

0"

10
"

10
"

10
"

VISION GLASS GLASS

H
T.

H
T.

M
IN10
"

TYPE K

9'
 - 

10
"

FR-1 FR-2 FR-3

SHEET NO:

SHEET TITLE:

DATEISSUES/REVISIONSNO.

CHECKED BY:

DRAWN BY:PROJECT NO.:

DATE:

SCALE:

All drawings and written material appearing herein constitute original and unpublished work of the
Architect/Engineer and may not be duplicated, used or disclosed without consent of Architect/Engineer.

If this drawing is not 30"x42", then the drawing has been revised from its original size.
Noted scales must be adjusted.  This line should be equal to one inch

CIP2 DESIGN-BUILD
PROJECT
BUILDING 4

PROJECT
RECORD SET

Steinberg Architects

 1/4" = 1'-0"

07012.00

DOOR SCHEDULE,
DOOR & FRAME
TYPES

A-701

BC

LG

BUILDING 4
SKYLINE COLLEGE
SAN MATEO COUNTY
COMMUNITY COLLEGE
DISTRICT

04.20.2009

D
O

O
R

 T
YP

ES
FR

AM
E 

TY
PE

S

wt

Level
DOOR

NO. Room name
SIZE DOOR FRAME DETAILS H.W.

SET
FIRE
RATE REMARKW H TYP. MAT. FIN. THK. TYP. MAT. FIN. HEAD JAMB THRES.

LEVEL 3 301e CLASS RM CLOSET 6' - 0" 7' - 0" B WD STN. 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 4/A-912
LEVEL 3 301f CLASS RM CLOSET 6' - 0" 7' - 0" B WD STN. 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 4/A-912
LEVEL 3 302 JANITOR RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06G KEY NOTE 3
LEVEL 3 303 REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 19 KEY NOTE 3
LEVEL 3 304 REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 19 KEY NOTE 3
LEVEL 3 310 STAFF OFFICE 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 311 ELEV. LOBBY 3' - 0" 7' - 0" E ALUM LBA STR ALUM LBA - 12/A-746 4/A-912 30 KEY NOTE 13
LEVEL 3 312 VP INSTRUCTION 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 314 STAFF OFFICE 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 316 VP STDNT OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 318 PRESIDENT OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 320a STAFF OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 320b PRESIDENT OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 2/A-912 14
LEVEL 3 321 TDC RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 3 322 OFFICE 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 322a OFFICE 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 2/A-912 14
LEVEL 3 323 ELECT. RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 3 324 CBO OFFICE 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 2/A-912 14
LEVEL 3 325b STAFF OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 2/A-912 14
LEVEL 3 325c STAFF OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 2/A-912 14
LEVEL 3 325d STAFF OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 326 BUS. REC. STORAGE 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06B
LEVEL 3 327 KITCHEN 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 25
LEVEL 3 328 CBO STAFF 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 329a STAFF OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 329b STAFF OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 2/A-912 14
LEVEL 3 329c STAFF OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 2/A-912 14
LEVEL 3 329d STORAGE 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06B
LEVEL 3 330 CBO STAFF 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 332 CBO STAFF 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 334 CBO OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 3 336 REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 16 KEY NOTE 3
LEVEL 3 338 REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 16 KEY NOTE 3
LEVEL 3 340 JANITOR RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 3 341 ADMIN. REC. STOR. 3' - 0" 7' - 0" A WD PTD 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 4/A-912 06 KEY NOTE 3
LEVEL 3 342a MECH RM 6' - 0" 7' - 0" B HM PTD 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 5/A-912 01A KEY NOTE 3
LEVEL 3 342b MECH RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06C KEY NOTE 3
LEVEL 3 343 SMALL MEETING RM 3' - 0" 7' - 0" E ALUM LBA STR ALUM LBA - 12/A-746 3/A-912 24A KEY NOTE 13
LEVEL 3 344 STORAGE 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 3 391 3' - 0" 7' - 0" E
LEVEL 1 Coil Dr1 DISPENSARY 8' - 0" 4' - 2" H1 MFR. MFR. 0' - 2" MFR. MFR. MFR. 12/A-912 11/A-912 - MFR. MOTORIZED
LEVEL 1 Coil Dr2 DISPENSARY 5' - 0" 4' - 2" H1 MFR. MFR. 0' - 0 3/8" MFR. MFR. MFR. 12/A-912 11/A-912 - MFR. MOTORIZED
LEVEL 2 Coil Dr3 WORK KITCHEN 6' - 0" 4' - 2" H2 MFR. MFR. 0' - 0 1/4" MFR. MFR. MFR. 12/A-912 11/A-912 - MFR. MOTORIZED
LEVEL 2 Coil Dr4 DISPENSARY 6' - 0" 4' - 2" H1 MFR. MFR. 0' - 0 3/8" MFR. MFR. MFR. 12/A-912 11/A-912 - MFR. MOTORIZED
LEVEL 2 Coil Dr5 RECEPT. DESK 6' - 0" 4' - 2" H1 MFR. MFR. 0' - 0 3/8" MFR. MFR. MFR. 12/A-912 11/A-912 - MFR. MOTORIZED
LEVEL 2 ST03 ST03 3' - 0" 7' - 0" A FRP N1 0' - 1 3/4" 1 ALUM N1 3/A-804 13/A-803 4/A-804 32 KEY NOTE 2,3
LEVEL 2 ST04a STAIR 3' - 1 3/8" 8' - 0" E ALUM LBA STR ALUM LBA - - 14/A-744 33 KEY NOTE 13
LEVEL 1 ST06a STAIR 3' - 0" 8' - 0" E ALUM LBA STR ALUM LBA - 20/A-744 14/A-744 34 KEY NOTE 13
LEVEL 2 ST06b STAIR 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 35 60 MIN KEY NOTE 3
LEVEL 3 ST06c STAIR 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 36 60 MIN KEY NOTE 1,3
LEVEL 3 ST06d FIRE SUPPRESSION

VALVE RM
2' - 6" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912

wt

Level
DOOR

NO. Room name
SIZE DOOR FRAME DETAILS H.W.

SET
FIRE
RATE REMARKW H TYP. MAT. FIN. THK. TYP. MAT. FIN. HEAD JAMB THRES.

LEVEL 1 100 MECH RM 6' - 0" 7' - 0" B HM PTD 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 5/A-912 01 KEY NOTE 3
LEVEL 1 102 ME. CLASS RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 4/A-912 02 KEY NOTE 3
LEVEL 1 104a CORRIDOR 6' - 0" 7' - 0" B HM PTD 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 5/A-912 03 KEY NOTE 3
LEVEL 1 104b ELECT. RM 6' - 0" 7' - 0" B HM PTD 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 4/A-912 04 60 MIN KEY NOTE 3
LEVEL 1 104c ELECT. RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 05 60 MIN KEY NOTE 3
LEVEL 1 104d TDB RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 06 KEY NOTE 3
LEVEL 1 104e MACH. RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 06A KEY NOTE 3
LEVEL 1 106 JANITOR RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 1 110a RECEPTION 3' - 0" 7' - 0" E ALUM LBA STR ALUM LBA 16/A-746 12/A-746 4/A-912 07 KEY NOTE 2
LEVEL 1 110b WOMEN LOCKER RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 9/A-912 9/A-912 1/A-912 08 KEY NOTE 3
LEVEL 1 110c WOMEN LOCKER RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 09 KEY NOTE 3
LEVEL 1 110d MATERIAL

DISPENSARY
3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 10 KEY NOTE 3

LEVEL 1 110e LAUNDRY 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 10 KEY NOTE 3
LEVEL 1 110f MEN LOCKER RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 09 KEY NOTE 3
LEVEL 1 110g MEN LOCKER RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 9/A-912 9/A-912 1/A-912 08 KEY NOTE 3
LEVEL 1 110h RECEPTION CLOSET 2' - 6" 7' - 0" A HM STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 11
LEVEL 1 110i 3' - 0" 7' - 0" A 0' - 1 3/4"
LEVEL 1 110j 3' - 0" 7' - 0" A 0' - 1 3/4"
LEVEL 1 120a EST LAB 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 1 120b EST LAB 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 1 120c DISPENSARY

STORAGE
3' - 0" 7' - 0" J WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 05A

LEVEL 1 120d EST LAB 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 13 KEY NOTE 3
LEVEL 1 122a SPA LAB 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 1 122b SPA LAB 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 1 122c SPA LAB 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 13 KEY NOTE 3
LEVEL 1 130a SPA EST STOR. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 1 130b SPA EST STOR. 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 9/A-912 9/A-912 4/A-912 10A KEY NOTE 3
LEVEL 1 132 LR. MTG 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 1 134 FACULTY OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 1 136 FACULTY OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 1 138 JANITOR RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 1 140 STDNT RESOURCE 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 15 KEY NOTE 3
LEVEL 1 142 REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 16 KEY NOTE 3
LEVEL 1 144 FACULTY RESR. 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 3/A-912 15A KEY NOTE 3
LEVEL 1 146 SMALL MTG 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 1 148a LR. CLASS RM 6' - 0" 7' - 0" D WD STN. 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 4/A-912 17 KEY NOTE 1,2,3
LEVEL 1 148b LR. CLASS RM 3' - 0" 7' - 0" A FRP N1 0' - 1 3/4" 1 ALUM N1 1/A-804 1/A-804 4/A-804 18 KEY NOTE 2
LEVEL 1 150 JANITOR RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 1 152 MEN REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 19 KEY NOTE 3
LEVEL 1 154 MACH. RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06A KEY NOTE 3
LEVEL 1 156 ELECT. RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 1 158 TDA RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 1 160 WOMEN REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 19 KEY NOTE 3
LEVEL 1 170a LR. CLASS RM 6' - 0" 7' - 0" D WD STN. 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 4/A-912 17A KEY NOTE 1,2,3
LEVEL 1 170b LR. CLASS RM 3' - 0" 7' - 0" A FRP N1 0' - 1 3/4" 1 ALUM N1 3/A-804 2/A-804 4/A-804 18 KEY NOTE 2
LEVEL 1 180a LR. CLASS RM 6' - 0" 7' - 0" D WD STN. 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 4/A-912 17A KEY NOTE 1,2,3
LEVEL 1 180b LR. CLASS RM 3' - 0" 7' - 0" A FRP N1 0' - 1 3/4" 1 ALUM N1 3/A-804 2/A-804 4/A-804 18 KEY NOTE 2
LEVEL 1 191 CORRIDOR 6' - 0" 8' - 0" G ALUM. LBA STR ALUM LBA - - 14/A-744 20 KEY NOTE 13
LEVEL 1 193 ENTRY LOBBY 6' - 0" 8' - 0" G ALUM. LBA STR ALUM LBA 6/A-745 - 5/A-745 21 KEY NOTE 13
LEVEL 1 194 CORRIDOR 6' - 0" 8' - 0" G ALUM. LBA STR ALUM LBA - - 14/A-744 20 KEY NOTE 13
LEVEL 1 196 HHW S&R 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 1 197 FIRE RISER RM 3' - 0" 7' - 0" A FRP N1 0' - 1 3/4" 1 ALUM N1 3/A-804 2/A-804 4/A-804 22
LEVEL 2 201a LR. CLASS RM 6' - 0" 7' - 0" D WD STN. 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 4/A-912 23 KEY NOTE 2,3
LEVEL 2 201b LR. CLASS RM 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 2 203 ELECT. RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 2 205 REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 16A KEY NOTE 3
LEVEL 2 206 SALON 3' - 0" 7' - 0" E ALUM. LBA STR ALUM LBA 16/A-746 12/A-746 4/A-912 24 KEY NOTE 13
LEVEL 2 207 REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 16 KEY NOTE 3
LEVEL 2 208a RECEPTION 6' - 0" 9' - 10" B HM PTD 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 4/A-912 23A KEY NOTE 1,2,3
LEVEL 2 208b FLOOR CONTROL

VALVE RM
2' - 6" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912

LEVEL 2 210a FACULTY OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 210b CLOSET 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 05A
LEVEL 2 212 FACULTY OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 214 FACULTY OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 216 FACULTY OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 218 MED. CLASS RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 4/A-912 02A KEY NOTE 3
LEVEL 2 220 MEN REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 19 KEY NOTE 3
LEVEL 2 222 WOMEN REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 19 KEY NOTE 3
LEVEL 2 224a ADMIN. OFFICE 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 4/A-912 14
LEVEL 2 224b WORK RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 25
LEVEL 2 230a HAIR LAB 6' - 0" 7' - 0" D WD STN. 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 4/A-912 23A KEY NOTE 1,2,3
LEVEL 2 230b RECEPTION DESK 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 14
LEVEL 2 230c DISPENSARY 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 10 KEY NOTE 3
LEVEL 2 230d LAUNDRY 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 10 KEY NOTE 3
LEVEL 2 230e COSMO. STORAGE 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 05A
LEVEL 2 230f HAIR LAB 6' - 0" 7' - 0" D WD STN. 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 4/A-912 23 KEY NOTE 2,3
LEVEL 2 230g 3' - 0" 7' - 0" A 0' - 1 3/4"
LEVEL 2 240a HOSTING GALLERY 6' - 1 1/2" 8' - 0" G ALUM LBA STR ALUM LBA - - 14/A-744 21 KEY NOTE 13
LEVEL 2 240b SMALL MEETING RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 2/A-912 14
LEVEL 2 240c WORK KITCHEN 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 3/A-912 25
LEVEL 2 240e HOSTING GALLERY 6' - 0" 8' - 0" G ALUM LBA STR ALUM LBA - - 3/A-912 27 KEY NOTE 13
LEVEL 2 241a CORRIDOR 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 4/A-912 28 KEY NOTE 3
LEVEL 2 241b CORRIDOR 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 28 KEY NOTE 3
LEVEL 2 242 HONORS OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 244 KABAB. OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 245 W. IN TRANSIT. OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 246 KABAB. SUPPORT 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 247 ASTEP OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 248 PUENTE OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 250 PUENTE OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 252 ASIAN OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 254 ASIAN OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 256 INT. STDNT. OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 258 INT. STDNT. OFF. 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 3/A-912 14
LEVEL 2 260 MEN REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 19 KEY NOTE 3
LEVEL 2 262 WOMEN REST RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 1/A-912 19 KEY NOTE 3
LEVEL 2 264 JANITOR RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 KEY NOTE 3
LEVEL 2 266 ELECT. RM 3' - 0" 7' - 0" A HM PTD 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 5/A-912 06 60 MIN KEY NOTE 3
LEVEL 2 271a MED. CLASS RM 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 2 271b MED. CLASS RM 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 2 272a MED. CLASS RM 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 2 272b MED. CLASS RM 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 2 273a MED. CLASS RM 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 2 273b MED. CLASS RM 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 2 274a MED. CLASS RM 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 2 274b MED. CLASS RM 3' - 0" 7' - 0" C WD STN. 0' - 1 3/4" 1 HM PTD 8/A-912 7/A-912 4/A-912 12 KEY NOTE 2,3
LEVEL 1.5 291 ENTRY LOBBY 7' - 9 3/8" 8' - 0" G ALUM LBA STR ALUM LBA - - 14/A-744 21 KEY NOTE 13
LEVEL 2 293 ENTRY LOBBY 6' - 1 1/2" 8' - 0" G ALUM LBA STR ALUM LBA - - 19/A-801 21 KEY NOTE 13
LEVEL 3 301a MED. CLASS RM 3' - 0" 7' - 0" A WD STN. 0' - 1 3/4" 3 HM PTD 8/A-912 7/A-912 4/A-912 12A KEY NOTE 1,2,3
LEVEL 3 301b MED. CLASS RM 6' - 0" 8' - 0" G ALUM LBA STR ALUM LBA - 10/A-744 17/A-801 29 KEY NOTE 13
LEVEL 3 301d CLASS RM CLOSET 6' - 0" 7' - 0" B WD STN. 0' - 1 3/4" 2 HM PTD 8/A-912 7/A-912 4/A-912

ALUM  ALUMINUM

FRP  FIBERGLASS REINFORCED POLYESTER

HM  HOLLOW METAL

LBA  LIGHT BRONZE ANODIZED

MFR PER MANUFACTURER

N1  SEE SPECIFICATION FOR FINISHES

PTD  PAINTED

SS  SEE SPECIFICATION
STN  STAINED
STR  STOREFRONT SYSTEM

WD  WOOD


