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MECHANICAL UNIT, S.M.D.

G.S.M. COUNTERFLASHING

THERMOPLASTIC ROOFING MEMBRANE

SINGLE PLY ROOF ASSEMBLY

RIGID INSULATION

3/4" PLYWOOD NAILER

CONCRETE TOPPED METAL ROOF DECK

PRE DRILL AND SEAL HOLES WITH
BUTYL SEALANT AT FASENTERS,
SEE 6/M-510 FOR ADDITIONAL INFO

G.S.M. CAP, SOLDERED AS ONE-PIECE

2 LAYERS BUTYL FLEXIBLE
MEMBRANE FLASHING

8" WIDE CONC. CURB, SEE 13/S-104

HOLD TOP OF CURB LEVEL

TOP OF CONCRETE CURB

TOP OF DECK SLOPES, SEE ROOF PLAN

TOP OF CONC. FILLED MTL. ROOF DECK
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MECHANICAL UNIT, S.M.D.

TWO PIECE G.S.M. FLASHING

THERMOPLASTIC ROOFING MEMBRANE

SINGLE PLY ROOF ASSEMBLY

RIGID INSULATION

3/4" PLYWOOD NAILER

CONCRETE TOPPED METAL ROOF DECK

FABRICATED INSULATED, GALVANIZED
STL. CURB WITH INTEGRAL WOOD
NAILER - CUSTOM FABRICATE TO
ACCOMMODATE REQUIRED MIN.
DIMENSIONS AND DATUM HEIGHTS
SHOWN ON THE DRAWINGS AND
DETAILS, S.M.D., SEE SHEETS M-509 AND
M-510 FOR ADDITIONAL INFO

SLOPE BOTTOM OF
FABRICATED CURB TO
ACCOMMODATE ROOF DECK
SLOPE

S.S. FASTENERS WITH NEOPRENE WASHERS

STL. CURB FASTENER, SEE SHEETS
M-509 AND M-510 FOR ADDITIONAL INFO

HOLD TOP OF CURB LEVEL

TOP OF FABRICATED STL. CURB

TOP OF DECK SLOPES, SEE ROOF PLAN

TOP OF CONC. FILLED MTL. ROOF DECK
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MECHANICAL UNIT, S.M.D.

G.S.M. COUNTERFLASHING

THERMOPLASTIC ROOFING MEMBRANE

SINGLE PLY ROOF ASSEMBLY

RIGID INSULATION

3/4" PLYWOOD NAILER

CONCRETE TOPPED
METAL ROOF DECK

PRE DRILL AND SEAL HOLES WITH
BUTYL SEALANT AT FASENTERS,
SEE 6/M-510 FOR ADDITIONAL INFO

G.S.M. CAP, SOLDERED AS ONE-PIECE

2 LAYERS BUTYL FLEXIBLE
MEMBRANE FLASHING

8" WIDE CONC. SLEEPER, SEE 13/S-104

HOLD TOP OF SLEEPER LEVEL

TOP OF CONCRETE SLEEPER

TOP OF DECK SLOPES, SEE ROOF PLAN

TOP OF CONC. FILLED MTL. ROOF DECK

ALIGN WITH GFRC PANEL ABOVE

CIP CONC. WALL

SEALANT

TERMINATION BAR, FASTENED @ 12" O.C.

20 GA. GSM. FLASHING

LIQUID MEMBRANE

TERMINATION BAR,
FASTENED @ 8" O.C.

DOUBLE SIDED SELF-
ADHESIVE TAPE

LARGE RIVER ROCK

MOLDED SHEET DRAINAGE
PANEL

PROTECTION BOARD

FLUID APPLIED
WATERPROOF MEMBRANE
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CIP CONC. WALL

LIQUID MEMBRANE

TERMINATION BAR,
FASTENED @ 8" O.C.

DOUBLE SIDED SELF-
ADHESIVE TAPE

MOLDED SHEET DRAINAGE
PANEL

PROTECTION BOARD

FLUID APPLIED
WATERPROOF MEMBRANE
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CONC. SIDEWALK, SEE CIVIL
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EXPANSION

MOLDED SHEET DRAINAGE PANELS

1/2" PROTECTION BOARD

FLUID APPLIED WATERPROOF MEMBRANE

GEOTEXTILE FABRIC

COARSE GRAVEL

LIQUID MEMBRANE FILLET

PERFORATED DRAIN PIPE

LEVEL 1.5
646' - 0"

7/8" EXT. CEMENT
PLASTER SYSTEM

CASING BEAD

BACKER ROD & SEALANT

4" X 16GA - 400S200-54 -
METAL STUD @ 24" O.C.
SOFFIT FRAMING

5/8" GYPSUM
SHEATHING

CIP WALL, SSD
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CLEAR DIMENSION: INSIDE PIPE DIA.
LESS THICKNESS OF MEMBRANE

MEMBRANE CAP

PIPE PENETRATION, S.P.D.

FLASHING MEMBRANE

SEALANT

THERMOPLASTIC
ROOF MEMBRANE
SEE ROOF DETAIL

TAPERED RIGID
INSULATION
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BOTTOM RAIL
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VERTICAL RAIL
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TYP.

4"

TYP.

4"

TYP.

4"

TYP.

4"

TYP.

4"

TYP.

4"

TYP.

4"

3"

LEVEL 3 LEVEL 3
666' - 0"

1
' -
 0
"

7
"

LIGHT FIXTURE,
WHERE OCCURS, S.E.D.

2
' -
 6
"

1
"

1
"

8
"

HSS 3" X 3" X 5/16"
SUPPORT RAILING
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5/16" BENT PL X 0'-8"
AT EACH SUPPORT
W/ 2 - #4 X 2'-6"  DBA
@ 4" O.C.

2 - 1/2" X 4" HAS
@ 5 1/2" O.C.

1/4" .

5/16" X 7 1/2" X 8"
STEEL PLATE W/ 2 -
9/16" DIA. HOLES

1/2" X 2" FLAT METAL
VERTIAL RAIL

1/2" X 2" FLAT METAL
TOP RAIL
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PEDESTAL PAVER
SYSTEM
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#8  2 1/2" LONG DECK KING
EXTERIOR WOOD SCREWS.
16" O.C.

#8 -2" LONG SELF
DRILLING SCREWS,
TYPE 410 S.S. SCREWS,
16" O.C.

.X-U 52 MX PIN
WITH R-23 WASHER, 16" O.C.
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HSS 3" x 3" X 5/16"
@ 5' - 0" O.C.
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EDGE OF SLAB

4" X 3 5/8" X 8" X 5/16" U-
SHAPED METAL PLATE,
RAILING SUPPORT AT
CONCRETE CURB
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1/2" X 2" FLAT METAL
VERTICAL RAIL
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HORIZONTAL RAIL

AT CONCRETE CURB AT GRFC PARAPET

2-1/2" DIA. KWIK BOLT
TZ EXPANSION
ANCHOR EMBEDED 3"

RECESSED LIGHTING, S.E.D.
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6 3/8"

MIN

4"

CONCRETE WALL, SSD

WATERPROOF MEMBRANE

PROTECTION BOARD

MOLDED SHEET
DRAINAGE PANEL

CLAMPING RING

SEALANT BETWEEN
PIPE AND SLEEVE

PIPE PENETRATION

PIPE SLEEVE
EXTENDING MIN 4"
BEYOND EXTERIOR FACE
OF WALL

SEALANT BETWEEN
SLEEVE AND WALL
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 6" = 1'-0"2
WATERPROOFING AT CIP WALL

 6" = 1'-0"3
WATERPROOFING AT CIP WALL 2

 3" = 1'-0"5
WATERPROOFING AT FOOTING

 3" = 1'-0"4
SOFFIT AT CIP WALL

 3" = 1'-0"7
TYP. VENT PENETRATION

 1 1/2" = 1'-0"17
TERRACE RAILING - ELEVATION

 1 1/2" = 1'-0"9
TERRACE RAILING SECTION - AT GFRC

 3" = 1'-0"18
TERRACE RAILING - PLAN

 3" = 1'-0"10
PARAPET RAIL END AT TERRACE

 3" = 1'-0"6
FOUNDATION WALL PENETRATION

 3" = 1'-0"20
TYP. CONCRETE ROOF CURB

 3" = 1'-0"16
TYP. FABRICATED ROOF CURB

 3" = 1'-0"8
TYP. CONCRETE ROOF SLEEPER


