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2   RELOCATE EXISTING DUCT TO NEW LOCATION AS SHOWN ON
    DRAWING.

3   INSTALL NEW ROOM EXHAUST DUCT THRU EXISTING GLASS
    ENCLOUSER MAINTAIN HIGHEST ELEVATION FROM FFL.
    REFER TO SHEET M-08 DETAIL 6.
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BUILDING 9 GROUND FLOOR NEW CONSTRUCTION PLAN 
SCALE: 1/8"=1'-0"

S H E E T    N O T E S
1.  AIR BALANCE THE EXISTING AND NEW DIFFIUSERS TO
   NEW BALANCE FLOW.

2.  FAN COIL FC-4 TO BE RELOCATED IN ELECTRONIC SHOP
   019 TO AVOID NEW ARCHITECTURAL PARTITIONS.

3

T FC-3

T
FC-2

T
FC-4

CHCKD

MP

BY

AS-BUILTS
DRAWN

PCP

BY DATE

6/30/06

DATE

6/30/06

http://www.ketiv.com
http://www.ketiv.com
http://www.ketiv.com
http://www.ketiv.com
http://www.ketiv.com
http://www.ketiv.com
http://www.ketiv.com
http://www.ketiv.com
http://www.ketiv.com
http://www.ketiv.com
http://www.ketiv.com
http://www.ketiv.com
http://www.ketiv.com

	Model
	24x36-NXTB

