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A-916

CEILING FINISHES

ACT GYPSUM BOARD CEMENT PLASTER

RECESSED WALL WASHER

RECESSED DOWNLIGHT

WALL MOUNT FLOURESCENT

CEILING MOUNT SPEAKER

PROJECTOR

EXPOSED

NOTE: IN ALL EXPOSED CEILING SEE ELECTRICAL AND MECHANICAL DRAWINGS FOR  AIR HANDLING AND LIGHTING CONDITIONS

RECESSED PROJECTION
SCREEN

MECHANICAL GRILLE

SPRINKLER HEAD

RECESSED FLOURESCENT LIGHT

NOTE:  SEE ELECTRICAL DRAWINGS FOR
LIGHTING FIXTURE SCHEDULE

ACOUSTICAL SPRAY INSULATION
UNDERSIDE OF DECK ABOVE

4' - 0"

2
' -
 0
"

2' - 0" 2' - 0"

2'X4' T-BARS GRID

ROUTED ACT GROOVE
(DISTRICT STANDARD
ILLUSION TWO)

ALL MECH. GRILLES AND
2'X2' LIGHTING FIXTURES
TO BE LOCATED AT ONE
END OF 2'X4' GRID

ALL AV EQUIPMENT,
CAMERAS, SPRINKLER
HEADS, LIGHTING FIXTURES
AND ALL OTHER ELEMENTS
TO BE CENTERED IN THE
2X2 GRID

1. SEE PROJECT MANUAL FOR LIGHTING FIXTURES

2. SEE ELECTRICAL DRAWINGS E-200 SERIES FOR FIXTURE DESIGNATIONS

3. SPRINKLER HEADS SHOWN FOR DESIGN INTENT ONLY, SEE FIRE
PROTECTION DRAWINGS FOR SPRINKLER HEAD INFORMATION

1

KEY NOTES - RCP

WHEN DIMENSION IS GIVEN, CEILING GRID SHALL START AS
INDICATED.

2
WHEN NO DIMENSION IS GIVEN, CEILING GRID SHALL BE
CENTERED BETWEEN FINISH WALLS.

 3/32" = 1'-0"1
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